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NOTES:

1. FIRE HYDRANT SHALL HAVE A MAXIMUM BURY
OF 7°-0". MODIFICATION OF THE HYDRANT
LEAD TO MEET THIS REQUIREMENT SHALL BE
IN THAT SECTION FROM THE VYALVE TO THE
HYDRANT AS PER STANDARD DETAIL L-7601.

2. FIRE HYDRANTS SHALL BE SET A MINIMUM
OF 6’ FROM ALL DRIVEWAY OPENINGS.

3. TEE USED TO CONNECT HYDRANT LEAD TO WATER MAIN
IS INCLUDED IN COST OF ITEM 809, FIRE HYDRANT,
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